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STA. 41+94, 24 FT LT,
INLET, T—A, T—4 F&G
T/F=735.98
INV.=732.80

STORM SEWER, RG, CLASS A, TYPE 1
55'-12" @ 0.5%
TBF=13.9 CY

STA: 42+49, 23 FT LT.
CATCH BASIN, T—A, 4’ DIA., T—4 F&G
T /F=735.66
INV.=732.52

STORM SEWER; RG, CLASS A, TYPE 1
24'-12" ® 0.5%
TBF=6.9 CY

STA. 4249, O FT RT. G | seomow | couwry s | ST
0306 | X WILL 1181 54

MANHOLE, T-A, 4 DIA, T—1F CL
T/F=736.20

INV.=731.32 (E)

INV.,=732.40 (N)(S)

®

20-12" @ 0.5%
TBF=5.9 CY

STA. 42442, 19 FT RT.

®

STORM SEWER, RG, CLASS A, TYPE 1

CATCH BASIN T-A, 4’ DIA., T-4 F&G

T/F=735.85
INV.=732.50

®

177-12" @ 0.3%
TBF=119.8 CY

STORM SEWER, RG, CLASS A, TYPE 2
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STA. 44426, O FT LT.
MANHOLE, T-A, 4’ DIA., T-1F CL
T/F=735.43

INV.=730.79 (E)(W)

INV.=731.63 (N)(S)

STORM SEWER, RG, CLASS A, TYPE 1
19'-12" @ 0.53%
1BF=5.6 CY

STA. 44425, 19 FT LT.
CATCH BASIN, T-A, 4’ DIA., T—4 F&G
T/F=735.05
INV.=731.73

STORM SEWER, RG, CLASS A, TYPE 1
19'-12" @ 0.53%
TBF=5.6 CY
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STA. 44425, 19 FT RT.
CATCH BASIN, T-A, 4' DIA, T-4 F&G
T/F=735.05

INV.=731.73

STORM SEWER, RG, CLASS A, TYPE 2
180'~15" @ 0.3%

TBF=165.8 CY

STA. 46-+05, O FT LT.

MANHOLE, T—A, 4 DIA,, T—1F CL
T/F=734.58

INV.=730.25(E)(W)
INV.=730,78(N)S)

®

® @ ® O

STORM SEWER, RG, CLASS A, TYPE 2
16'-12" ® 0.5%
TBF=14.0 CY

STA. 46405, 19 FT LT
CATCH BASIN, T-A, 4 DIA., T—4 F&G
T/F=734.26
INV.=731.36

STORM SEWER, RG, CLASS A, TYPE 1
22'-12" @ 0.5%
TBF=6.0 CY

STA. 46405, 19 FT RT.

CATCH BASIN, T-A, 4’ DIA, T—4 F&G
T/F=734.26

INV.=731.36

STORM SEWER, RG, CLASS A, TYPE 1
187'-18" ® 0.3%

TBF=71.5 CY

STA 41+98, 10 FT RT.
SANITARY MANHOLE, TYPE A,
4 —-DIAMETER, T—1F CL
T/F=735.96

INV.=719.79(N)
INV,=719.89(E)

‘SANITARY SEWER, PVC SDR 26
225'-8" @ 0.4%
TBF=399.3 CY

STA 44+22, 10 FT RT.
SANITARY MANHOLE, TYPE A,
#—DIAMETER, T—1F CL
1/F=735.37

INV.=720.78

SANITARY SEWER, PVC SDR 26
225’8 @ 0.4%
TBF=499.8 CY
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STA 46+47, 10 FT RT.

SANITARY MANHOLE, TYPE A, 5'-DIAMETER,

T—1F CL W/INTERIOR DROP
T/F=732.26

INV.=721.69 (W)

INV.=726.89 (S) (6" SERVICE)
DROP INV.=721.99 (S)

SANITARY SEWER SERVICE 6”
33 @ 1.0% TBF=31.15 CY

SANITARY SEWER SERVICE 8"
31" @ 1.0%, TBF=28.95.CY

SANITARY SEWER SERVICE 6"
31" ® 1.0%, TBF=29.56 CY

SANITARY SEWER SERVICE 8”
31" @ 1.0% TBF=25.30 CY
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SANITARY MANHOLES TO BE ADJUSTED

VALVE VAULTS TO BE ADJUSTED
INLETS TO BE ADJUSTED

@ CATCH BASINS TO BE ADJUSTED
FIRE HYDRANTS TO BE RELOCATED
EREMOV(NG CATCH BASINS

VALVE BOXES TO BE ADJUSTED
E REMOVING MANHOLES

MATCH UNE s
.
SEE SHEET DR':,

600+75
N—114

@ .

SEE SHEET DRAIN-8

MATCH LINE STA. 47+50

MATCH LINE STA. 41+75
SEE SHEET DRAIN-6

23 LF. PIPE CULVERT REMOVAL
TBF=6.60 CY

:\7'23 L.F. .PIPE CULVERT REMOVAL

COPPER WS 1.5 2 : ! TBF=5.57 CY

DIR BORE ~ 59 LF ; i

TWATER SERVICE —7
CONNECTION

COPPER WS 1.5”
DIR BORE — 64 LF
WATER SERVICE
CONNECTION

COPPER WS 1.5”
DR BORE —. 57 LF
WATER SERVICE
CONNECTION

COPPER WS 1.5” DIR
BORE — 60 LF !

WATER SERVICE

23 L.F. PIPE CULVERT REMOVAL

23 L.F. PIPE CULVERT REMOVAL
T

BF=4.46.CY CONNECTION T8F=5.99 CY
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